
  
 
 

   
RELAYCARD  LS60-REL-DIN 

 
 
 
 
Connection   Jumpersettings 
 
 
 
Terminal C:  Indication-outputs Jumpers (1 - 12)can be set for make (NO) or 
   brake(NC)  indication-outputs. 
Signal Connection 
 

1 C13 
2 C12 
3 C11 
”      ” 
”      ” 

 12    C2 
Comm. return  C14 
 
 
 
 
Terminal D: External functions 
 
Function Connection    
 
Reset    D7 
Ind.test    D6 
Alarmtest    D5 
Comm. return    D8  P2  Cableconnection to Alarmcard LS-60 

 
 

 
 
To remove the circuitboard: remove the front frame and the front panel,  
then gently pull the circiutboard out of the case. 
The terminal blocks can be removed with a screwdriver. (Gently bend against the plastic case) 
 
Note: The terminal blocks are of plug-in type. 
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